City of San Diego
Water Operations Division
Water Quality Laboratory

Coliform Bacteria and Turbidity Results in New Mains
For the Week of August 14, 2006 to August 18, 2006

Sample (\;\iz:akr WAO Location (Sambple Station Laboratory/ Field Laboratory [Pass/
Date Number Number fon ( P on) Field Analysis Result Result Fail
16-Aug-06| 420459 1294064 | STA 36+40 SHT8 CARMEL VALLEY RD 8 SIDE OUTLET #1" [FREE CHLORINE | ND Pass
16-Aug-06| 420459 1294064 | STA 36+40 SHT8 CARMEL VALLEY RD 8 SIDE OUTLET #1" [TOTAL CHLORINE 1.71 Pass
16-Aug-06| 420459 1294064 | STA 36+40 SHT8 CARMEL VALLEY RD 8 SIDE OUTLET #1" [PH 8.08 Pass
16-Aug-06| 420459 1294064 | STA 36+40 SHT8 CARMEL VALLEY RD 8 SIDE OUTLET #1" [TEMPERATURE 25.8 Pass
16-Aug-06| 420459 1294064 | STA 36+40 SHT8 CARMEL VALLEY RD 8 SIDE OUTLET #1" [E_COLI A Pass
16-Aug-06| 420459 1294064 | STA 36+40 SHT8 CARMEL VALLEY RD 8 SIDE OUTLET #1" [TOTAL COLIFORM A Pass
16-Aug-06| 420459 1294064 | STA 36+40 SHT8 CARMEL VALLEY RD 8 SIDE OUTLET #1" [PLATE COUNT 1 Pass
16-Aug-06| 420459 1294064 | STA 36+40 SHT8 CARMEL VALLEY RD 8 SIDE OUTLET #1" [TURBIDITY 0.11 Pass
17-Aug-06| 420459 1294064 | STA 36+40 SHT8 CARMEL VALLEY RD 8 SIDE OUTLET #2" [FREE CHLORINE | ND Pass
17-Aug-06| 420459 1294064 | STA 36+40 SHT8 CARMEL VALLEY RD 8 SIDE OUTLET #2" [TOTAL CHLORINE 1.85 Pass
17-Aug-06| 420459 1294064 | STA 36+40 SHT8 CARMEL VALLEY RD 8 SIDE OUTLET #2" [PH 8.24 Pass
17-Aug-06| 420459 1294064 | STA 36+40 SHT8 CARMEL VALLEY RD 8 SIDE OUTLET #2" [TEMPERATURE 25.8 Pass
17-Aug-06| 420459 1294064 | STA 36+40 SHT8 CARMEL VALLEY RD 8 SIDE OUTLET #2" [E_COLI A Pass
17-Aug-06| 420459 1294064 | STA 36+40 SHT8 CARMEL VALLEY RD 8 SIDE OUTLET #2" [TOTAL COLIFORM A Pass
17-Aug-06| 420459 1294064 | STA 36+40 SHT8 CARMEL VALLEY RD 8 SIDE OUTLET #2" [PLATE COUNT 8 Pass
17-Aug-06| 420459 1294064 | STA 36+40 SHT8 CARMEL VALLEY RD 8 SIDE OUTLET #2" [TURBIDITY 0.16 Pass
17-Aug-06| 424514 1301541 STA 10+36 SHT4 VIA FRONTERA/ W.BERNARDO DR #1  |[FREE CHLORINE | ND Pass
17-Aug-06| 424514 1301541 STA 10+36 SHT4 VIA FRONTERA/ W.BERNARDO DR #1 |[TOTAL CHLORINE 1 Pass
17-Aug-06| 424514 1301541 STA 10+36 SHT4 VIA FRONTERA/ W.BERNARDO DR #1  [PH 8.01 Pass
17-Aug-06| 424514 1301541 STA 10+36 SHT4 VIA FRONTERA/ W.BERNARDO DR #1 |TEMPERATURE 26.7 Pass
17-Aug-06| 424514 1301541 STA 10+36 SHT4 VIA FRONTERA/ W.BERNARDO DR #1 |E_COLI A Pass
17-Aug-06| 424514 1301541 STA 10+36 SHT4 VIA FRONTERA/ W.BERNARDO DR #1  |[TOTAL COLIFORM A Pass
17-Aug-06| 424514 1301541 STA 10+36 SHT4 VIA FRONTERA/ W.BERNARDO DR #1  [PLATE COUNT 210 Pass
17-Aug-06| 424514 1301541 STA 10+36 SHT4 VIA FRONTERA/ W.BERNARDO DR #1  [TURBIDITY 0.11 Pass
17-Aug-06| 424514 1301541 | STA 11+08 SHT4 TEMP BO @ END OF WATER LINE B" #1" [FREE CHLORINE 0.15 Fail
17-Aug-06| 424514 1301541 | STA 11+08 SHT4 TEMP BO @ END OF WATER LINE B" #1" [TOTAL CHLORINE 1.07 Fail
17-Aug-06| 424514 1301541 | STA 11+08 SHT4 TEMP BO @ END OF WATER LINE B" #1" [PH 8.3 Fail
17-Aug-06| 424514 1301541 | STA 11+08 SHT4 TEMP BO @ END OF WATER LINE B" #1" [TEMPERATURE 27.4 Fail
17-Aug-06| 424514 1301541 | STA 11+08 SHT4 TEMP BO @ END OF WATER LINE B" #1" |[E_COLI A Fail
17-Aug-06| 424514 1301541 | STA 11+08 SHT4 TEMP BO @ END OF WATER LINE B" #1" |[TOTAL COLIFORM A Fail
17-Aug-06| 424514 1301541 | STA 11+08 SHT4 TEMP BO @ END OF WATER LINE B" #1" [PLATE COUNT 1000 Fail

EXPECTED RESULTS:
E-COLI=A=ABSENT/100ml
T-COLIFORM=A=ABSENT/100ml

PLATE COUNT<500 CFU/1ml

TURBIDITY<5.0 NTU

TOTAL CL2 = .2mg/L - 4.0 mg/L

pH=65-85+ .2

SYMBOLS:

A = ABSENT
P=PRESENT
E=ESTIMATED
<=LESS THAN
> = GREATER THAN
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City of San Diego
Water Operations Division
Water Quality Laboratory

Coliform Bacteria and Turbidity Results in New Mains
For the Week of August 14, 2006 to August 18, 2006

Sample (\;\iz:akr WAO Location (Sambple Station Laboratory/ Field Laboratory [Pass/
Date Number Number fon ( P on) Field Analysis Result Result Fail
17-Aug-06| 424514 1301541 | STA 11+08 SHT4 TEMP BO @ END OF WATER LINE B" #1" [TURBIDITY 1.22 Fail
17-Aug-06| 424514 1301541 STA 14+66 SHT4 2 WATER SERVICE #1" FREE CHLORINE | ND Pass
17-Aug-06| 424514 1301541 STA 14+66 SHT4 2 WATER SERVICE #1" TOTAL CHLORINE 1.16 Pass
17-Aug-06| 424514 1301541 STA 14+66 SHT4 2 WATER SERVICE #1" PH 8.11 Pass
17-Aug-06| 424514 1301541 STA 14+66 SHT4 2 WATER SERVICE #1" TEMPERATURE 27 Pass
17-Aug-06| 424514 1301541 STA 14+66 SHT4 2 WATER SERVICE #1" E_COLI A Pass
17-Aug-06| 424514 1301541 STA 14+66 SHT4 2 WATER SERVICE #1" TOTAL COLIFORM A Pass
17-Aug-06| 424514 1301541 STA 14+66 SHT4 2 WATER SERVICE #1" PLATE COUNT 31 Pass
17-Aug-06| 424514 1301541 STA 14+66 SHT4 2 WATER SERVICE #1" TURBIDITY 0.13 Pass
17-Aug-06| 424514 1301541 STA 19+78 SHT5 2 WATER SERVICE #1" FREE CHLORINE 1.21 Pass
17-Aug-06| 424514 1301541 STA 19+78 SHT5 2 WATER SERVICE #1" TOTAL CHLORINE 1.46 Pass
17-Aug-06| 424514 1301541 STA 19+78 SHT5 2 WATER SERVICE #1" PH 8 Pass
17-Aug-06| 424514 1301541 STA 19+78 SHT5 2 WATER SERVICE #1" TEMPERATURE 26.5 Pass
17-Aug-06| 424514 1301541 STA 19+78 SHT5 2 WATER SERVICE #1" E_COLI A Pass
17-Aug-06| 424514 1301541 STA 19+78 SHT5 2 WATER SERVICE #1" TOTAL COLIFORM A Pass
17-Aug-06| 424514 1301541 STA 19+78 SHT5 2 WATER SERVICE #1" PLATE COUNT 5 Pass
17-Aug-06| 424514 1301541 STA 19+78 SHT5 2 WATER SERVICE #1" TURBIDITY 0.16 Pass
18-Aug-06| 424514 1301541 STA 10+36 SHT4 VIA FRONTERA/ W.BERNARDO DR #2 |[FREE CHLORINE | ND Pass
18-Aug-06| 424514 1301541 STA 10+36 SHT4 VIA FRONTERA/ W.BERNARDO DR #2 |[TOTAL CHLORINE 0.46 Pass
18-Aug-06| 424514 1301541 STA 10+36 SHT4 VIA FRONTERA/ W.BERNARDO DR #2  [PH 8.02 Pass
18-Aug-06| 424514 1301541 STA 10+36 SHT4 VIA FRONTERA/ W.BERNARDO DR #2 |TEMPERATURE 26.5 Pass
18-Aug-06| 424514 1301541 STA 10+36 SHT4 VIA FRONTERA/ W.BERNARDO DR #2 |E_COLI A Pass
18-Aug-06| 424514 1301541 STA 10+36 SHT4 VIA FRONTERA/ W.BERNARDO DR #2 |[TOTAL COLIFORM A Pass
18-Aug-06| 424514 1301541 STA 10+36 SHT4 VIA FRONTERA/ W.BERNARDO DR #2  [PLATE COUNT 350 Pass
18-Aug-06| 424514 1301541 STA 10+36 SHT4 VIA FRONTERA/ W.BERNARDO DR #2  [TURBIDITY 0.12 Pass
18-Aug-06| 424514 1301541 | STA 11+08 SHT4 TEMP BO @ END OF WATER LINE B" #2" |[FREE CHLORINE | ND Fail
18-Aug-06| 424514 1301541 | STA 11+08 SHT4 TEMP BO @ END OF WATER LINE B" #2" [TOTAL CHLORINE 0.57 Fail
18-Aug-06| 424514 1301541 | STA 11+08 SHT4 TEMP BO @ END OF WATER LINE B" #2" [PH 8.02 Fail
18-Aug-06| 424514 1301541 | STA 11+08 SHT4 TEMP BO @ END OF WATER LINE B" #2" [TEMPERATURE 26.8 Fail
18-Aug-06| 424514 1301541 | STA 11+08 SHT4 TEMP BO @ END OF WATER LINE B" #2" |[E_COLI A Fail

EXPECTED RESULTS:
E-COLI=A=ABSENT/100ml

T-COLIFORM=A=ABSENT/100ml SYMBOLS:
PLATE COUNT<500 CFU/1ml A= ABSENT
TURBIDITY<5.0 NTU P=PRESENT
TOTAL CL2 = .2mg/L - 4.0 mg/L E=ESTIMATED
pH=6.5-85+.2 <= LESS THAN

> = GREATER THAN
2



City of San Diego

Water Operations Division
Water Quality Laboratory

Coliform Bacteria and Turbidity Results in New Mains
For the Week of August 14, 2006 to August 18, 2006

Sample (\;\iz:akr WAO Location (Sambple Station Laboratory/ Field Laboratory [Pass/
Date Number Number fon ( P on) Field Analysis Result Result Fail
18-Aug-06| 424514 1301541 | STA 11+08 SHT4 TEMP BO @ END OF WATER LINE B" #2" |[TOTAL COLIFORM P Fail
18-Aug-06| 424514 1301541 | STA 11+08 SHT4 TEMP BO @ END OF WATER LINE B" #2" [PLATE COUNT 260 Fail
18-Aug-06| 424514 1301541 | STA 11+08 SHT4 TEMP BO @ END OF WATER LINE B" #2" [TURBIDITY 0.17 Fail
18-Aug-06| 424514 1301541 STA 14+66 SHT4 2 WATER SERVICE #2" FREE CHLORINE | ND Pass
18-Aug-06| 424514 1301541 STA 14+66 SHT4 2 WATER SERVICE #2" TOTAL CHLORINE 0.53 Pass
18-Aug-06| 424514 1301541 STA 14+66 SHT4 2 WATER SERVICE #2" PH 8.07 Pass
18-Aug-06| 424514 1301541 STA 14+66 SHT4 2 WATER SERVICE #2" TEMPERATURE 26.1 Pass
18-Aug-06| 424514 1301541 STA 14+66 SHT4 2 WATER SERVICE #2" E_COLI A Pass
18-Aug-06| 424514 1301541 STA 14+66 SHT4 2 WATER SERVICE #2" TOTAL COLIFORM A Pass
18-Aug-06| 424514 1301541 STA 14+66 SHT4 2 WATER SERVICE #2" PLATE COUNT 86 Pass
18-Aug-06| 424514 1301541 STA 14+66 SHT4 2 WATER SERVICE #2" TURBIDITY 0.09 Pass
18-Aug-06| 424514 1301541 STA 19+78 SHT5 2 WATER SERVICE #2" FREE CHLORINE 0.34 Pass
18-Aug-06| 424514 1301541 STA 19+78 SHT5 2 WATER SERVICE #2" TOTAL CHLORINE 0.59 Pass
18-Aug-06| 424514 1301541 STA 19+78 SHT5 2 WATER SERVICE #2" PH 8.08 Pass
18-Aug-06| 424514 1301541 STA 19+78 SHT5 2 WATER SERVICE #2" TEMPERATURE 26.7 Pass
18-Aug-06| 424514 1301541 STA 19+78 SHT5 2 WATER SERVICE #2" E_COLI A Pass
18-Aug-06| 424514 1301541 STA 19+78 SHT5 2 WATER SERVICE #2" TOTAL COLIFORM A Pass
18-Aug-06| 424514 1301541 STA 19+78 SHT5 2 WATER SERVICE #2" PLATE COUNT <1.0 Pass
18-Aug-06| 424514 1301541 STA 19+78 SHT5 2 WATER SERVICE #2" TURBIDITY 0.15 Pass

EXPECTED RESULTS:
E-COLI=A=ABSENT/100ml
T-COLIFORM=A=ABSENT/100ml

PLATE COUNT<500 CFU/1ml

TURBIDITY<5.0 NTU

TOTAL CL2 = .2mg/L - 4.0 mg/L

pH=65-85+ .2

SYMBOLS:

A = ABSENT
P=PRESENT
E=ESTIMATED
<=LESS THAN
> = GREATER THAN
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